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NOTE:

RISERS TO BE CONSTRUCTED IN LIEU OF WYES
WHERE SEWER DEPTH EXCEEDS 10'-0".

FOR A DEPTH OF 10 FEET OR GREATER, THE SERVICES
SHALL BE CONSTRUCTED WITH DUCTILE IRON PIPE (D.I.P.).

WHERE A SEWER MAIN IS 15 FEET OR GREATER, THE CONTRACTOR SHALL

.

9' MAX. TO GROUND
SURFACE

FURNISH A D.I.P. CONNECTION WITH ADAPTER FOR THE PLASTIC SEWER MAIN.

45° CURVE WITH STOPPER
CEMENTED IN PLACE

UNDISTURBED EARTH SHAPED TO

'T PROVIDE UNIFORM BEARING FOR
1'-0"] MIN. 1/4 OF BARREL CIRCUMFERENCE.
MAXIMUM SLOPE 1:1
D
4" 1 MIN. WYE FOR PLASTIC PIPE/ STANDARD TEE FOR D.I.P.
- BARREL SIZE TO BE AS SHOWN ON PLANS
CA-6 GRANULAR BACKFILL
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